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Abstract A novel suspension-floating-circulating fluidized combustion technology is proposed for burning coal slurry

fuel in traditional circulating fluidized bed boilers (CFBB). This technology can solve some existing problems in large-

capacity CFBB burning coal slurry. The principles of the suspension-floating-circulating fluidized combustion technology

were introduced in detail in this paper. A 130 t/h CFBB was retrofitted based on the technology, and the retrofitted system

mainly includes a long-distance transport sub-system, a bed-material conveying sub-system with a wind-seal device

invented by the authors, a superheater thermoregulation device using a novel temperature regulator, a return loop flu-

idization facility, and a pneumatic ash conveying sub-system with sealed pump. The achieved performance of the retro-

fitted CFBB shows that the thermal efficiency is 89.83 %, the combustion efficiency is 96.24 %, and the blending

proportion of slurry is 94 %.
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1 Introduction

Coal slurry is a by-production of coal washing plant. The

surface of slurry is viscous with the water content of 25 to

40 percent and 80 percent of solid coal particles are less

than 3 mm in diameter (Cao et al. 2009; Liu et al. 2012), so

it is difficult to achieve long distance carriage. As a result,

a lot of coal slurry has been stacking in the air for a long

time, they not only encroach a great quantity of land but

also cause serious damage to ecological environment.

Extensive utilization of low-heat value fuel is important

in China. Coal slurry belongs to the low-heat value fuel,

whose combustion technology has been studied extensively

in recent years (Chi et al. 2001; Tang et al. 2007; Wu et al.

2009; Bo et al. 2013; Ni et al. 2014; Shu and Zhang 2014).

The results reveal that appropriately retrofitted circulating

fluidized bed (CFB) boilers of less than 75 t/h capacity can

be successfully applied in burning coal slurry, but it is still

difficult to solve the problem of coal slurry large-scale

application. So researches are paying increasing attention

to CFBB with capacities larger than 75 t/h. While most of

the previous researches only focused on the atomization

combustion (Jakobs et al. 2012; Daviault et al. 2012; Ma

et al. 2013). It was reported that a retrofitted 130 t/h CFBB

with atomization combustion had achieved boiler thermal

efficiency of 90.3 % and combustion efficiency of 99 %

(Cheng et al. 2008). A retrofitted 440 t/h CFBB with

atomization combustion (Yu et al. 2008; Qu et al. 2010)

has achieved a boiler thermal efficiency of 89 %, but it

only blended 25 % coal slurry. From these applications, it

can be concluded that large-scale CFB boilers have diffi-

culties in achieving high boiler thermal efficiency, com-

bustion efficiency and blending proportion in burning coal

slurry. The coal slurry atomization combustion has some
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problems as follows: (1) coal slurry needs special handling,

(2) the high-pressure atomization devices are expensive

and easy to be blocked, (3) the life of the feeding hose is

short, (4) slagging easily appear at the bottom of the flu-

idized bed, (5) fly ash carbon content is high, and (6) boiler

efficiency is low, etc.

The combustion mode of the feeding slurry from the top

of the boiler has been also studied in recent years (Gagarin

and Gyu’maliev 2009; Wang et al. 2010), and it is con-

sidered to have good prospect for development. A 75 t/h

CFB boiler with the combustion have achieved a boiler

thermal efficiency of 86 % and an average combustion

efficiency of 95 % after retrofitted by blending 70 % coal

slurry (Ji and Wang 2007). However, the application results

showed that there were still some problems that need to be

solved:

(1) The blending proportion of slurry is usually less than

70 %;

(2) The over-temperature phenomenon of platen super-

heater is serious causes explosion easily;

(3) The temperature of returned fuel is high which can

easily cause coking in the return feeder;

(4) The high temperature ash goes into the coal conduit

easily that makes the conveying belt aging;

(5) The contentration of sulfur and nitrogen in the fly

ash is high;

(6) The loss and failure rate of the ash conveying system

are high.

These problems often lead to the lower boiler thermal

efficiency, combustion efficiency and blending proportion

in burning coal slurry, therefore preventing the suspension

combustion technology from being applied to the larger

CFB boiler.

Based on the large-scale CFB boilers combustion tech-

nology especially on the existing problems, a new type of

suspension-floating-circulating fluidized combustion tech-

nology is necessary and presented in this paper. The main

principles and design concepts of the technology are intro-

duced in detail in the following section, and the results of the

practical application of a 130 t/h CFBB, which is used in a

power plant, are presented. Finally, the conclusion is given.

2 Suspension-floating-circulating fluidized
combustion technology

High concentration coal slurry is used as boiler fuel. Coal

gangue is used as bed material. The structure of the boiler

system using suspension-floating-circulating fluidized

combustion technology is shown in Fig. 1.

The boiler mainly includes the furnace, coal slurry

feeding system, the bed-material conveying system, steam

temperature regulated system, a cyclone separator and an U

return feeder, an ash conveying system, a primary air and

secondary air system and bottom slag cooler, etc. Com-

pared with atomization combustion technology, slurry

atomization, filtering and high pressure feeding devices are

not needed, so the boiler using the new technology, which

doesn’t require extensive retrofit and the reliability can be

greatly improved.

As shown in Fig. 2, the principles of the new technol-

ogy are as follows. Some of the high density and different-

size coal gangue granules are conveyed to the bottom of

the fluidized bed by the bed-material conveying system to

ensure the bed pressure of the CFB. The high concentra-

tion slurry from the coal washery with a moisture content

of about 30 % is delivered to the top of the furnace by a

feeding system, and fallen into the furnace along the slurry

pipeline. The falling coal slurry meet the high temperature

(900–960 �C) of furnace and experience drying, agglom-

eration, volatilize, thermal explosion, burning and falling

stages. This process is the suspension combustion.

Through the suspension combustion, big slurry blocks

break into different-size blocks. Asymmetrical secondary

air is designed to flow on the opposite sides of the furnace

wall. Under the influence, the falling coal slurry blocks

rotate, thus its falling time and path are prolonged to make

the blocks finish suspension combustion. After the sus-

pension combustion, the unburned blocks fall on the CFB

surface, float above the coal gangue, and finish the floating

combustion. With the bed material fluidization period,

some unburned blocks will experience fragmenting,

abrasion, crushing, aggregation, rising and sinking, blow-

ing away and burn out. This is the internal circulating

fluidized combustion process. The other parts of unburned

blocks and the flue gas enter the cyclone separator for gas–

solid separation together. When the separated gas enters

the rear smoke channel, the separated ash will be trans-

ported to the ash warehouse after the electrostatic pre-

cipitator. While the separated solid including the bed

material and unburned blocks will return to the CFB via

the return feeder to go to the next combustion cycle. This

process is the external circulating fluidized combustion.

The coal slurry experiences suspension-floating-circulat-

ing fluidized combustion, and eventually achieves efficient

combustion.

In order to ensure the combustion efficiency, and

improve the blending proportion of slurry and the relia-

bility of the boiler, the CFBB’s auxiliary system has been

designed. It mainly includes a long distance feeding system

with plunger pump, a bed-material conveying system with

the new sealing device, a three levels of superheater ther-

moregulation device with two first-grade desuperheaters, a

cyclone separator and U return feeder, a low pressure

pneumatic ash conveying system with material sealed
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pump and an asymmetrical secondary air system on both

sides of the furnace.

The new technology has the following features. The

blending proportion of coal slurry can reach 94 % in the

CFBB fuel; the coal slurry is fed to the top of furnace via

pipeline directly, which eliminates the need of atomization

and filtering systems in atomization combustion; and the

high combustion temperature (900–960 �C) can improve

the burnout effect significantly and effectively control the

coking and N2O production; the new combustion technol-

ogy can also solve many problems, such as the superheater

over temperature, the conveying belt of bed material aging,

high content of sulfur and nitrogen in ash, and returned fuel

coking in the return feeder.

2.1 Coal slurry feeding system

Pipeline is the main method for conveying the coal slurry

(Chen et al. 2009; Liu and Duan 2009). Long-distance pipeline

transportation is the key of the coal slurry burning. The viscous

material pipeline system (MNS pipeline transportation system)

(Lu and Duan 2006) is used to convey the slurry. It could solve

a series of technical problems in the long-distance pipeline

transport, such as the slurry flow control, duct sealing vibration,

pipes wear, pulping, storing, mixing, transporting, feeding and

cleaning. It can achieve a transported process which is fully

enclosed, steady, long-distance and non-polluting.

The structure of MNS is shown in Fig. 3. In the MNS,

slurry is sent to the cache warehouse after pretreatment,

then through overhaul gate, positive pressure feeder, dou-

ble plunger pump, valve, and finally fed into the furnace

via spiral feeder. The work ing process is controlled

automatically by a programmable logic controller and a

distributed control system.

The diameter of pipeline and the average velocity of

coal slurry can be calculated by the formulas.

V\
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi

Re8n�1q�1gDn2�n
p

Fig. 1 Structure of the boiler system
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V ¼ 4Q

pD2

where, Re is the Reynolds number, Q is the desired flow of

the CFBB, q is the density of coal slurry, n and g are

rheological characteristic parameters, and D is the internal

diameter of the pipeline.

2.2 Bed-material conveying system

In the process of boiler start-up and operation, keeping a

steady bed material height is very important for boiler

safety. The bed material conveying system is designed

based on the original coal conveying system of CFB boiler.

Because the particles density and distribution size of bed

material are higher than the coal particles, it easily causes

blockage of the pipeline which used to transport the bed

material. Moreover, when no bed material in the conveying

pipe, the high temperature flue gas in the furnace returns

enters to the pipe easily and then causes the conveying belt

aging.

For these reasons, a new air sealing device is designed

(Fig. 4). Two symmetrical sealing air pipes are set at the

bottom of the conveying pipe. If the pressures of the

sealing air are F1 and F2, then F1 and F2 form a joint force

F3. F3 forms a resistance to prevent the high temperature

flue gas. At the same time, the pressure of conveying air

and F3 form the push–pull effect in conveying pipe to solve

the problem of pipe blockage.

The bed-material conveying system has the following

merits. It can convey widely size bed material. The inno-

vative sealed device can not only decrease the pipe

blockage, but also prevent the high-temperature flue gas to

prolong the life of the conveying belt.

2.3 Furnace system design

The furnace is the most important component in the sus-

pension-floating-circulating fluidized combustion system.

Fig. 2 Combustion process flowchart

Fig. 3 MNS pipeline transportation process flowchart

Fig. 4 Bed material conveying pipe structure
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Materials enter into the furnace include fuel, bed material,

desulfurizer and gas, etc. Meanwhile some solid materials

and gases leave the furnace, including the ash at the bottom

of furnace, recycled material and flue gas.

2.3.1 Heat exchange law inside the furnace

The heat exchange inside the furnace satisfies the following

equations (Jiang and Xiao 2009).

BjQ
R
1 ¼ /Bj½XQm

1s � ðI00mz � I00zeÞ
Bs

Bj

� I00m�

BjQ
R
1 ¼ KmB

m
j ðh

00
m � tbÞ

Qm
1s ¼ Qnet;argþ a0mI

0
rk þ a0zI

0
lk þ a0pI

0
lk

where, Bj is the fuel consumption, kg/s; QR
1 is the heat of per

kilogram of combustion product transferred to the heating

surfaces and material in the furnace, kJ; / is the coefficient

of heat preservation; Qm
1s is the effective value of heat that is

released, kJ/kg; x is the share of effective value Qm
1s; I

00
mz is

the ash enthalpy at furnace exit, kJ/kg; I00ze is the ash enthalpy

at furnace inlet, kJ/kg; Bs is the amount of circulating ash,

kg/s; I00m is flue gas enthalpy at furnace exit, kJ/kg; km is the

heat transfer coefficient of furnace, kJ/(m2 s �C); Bm
j is the

heating surface area of furnace, m2; h00m is the temperature

at furnace exit, �C; tb is the tube wall temperature at the

water wall, �C; a0m is the excess air coefficient at furnace

exit, kJ/kg; a0z is the excess air coefficient at return valve

inlet; I0lk is the cold air enthalpy, kJ/kg.

The equation of boiler thermal efficiency is as follows

(Jiang and Xiao 2009).

c ¼ 100� Q2 þ Q3 þ Q4 þ Q5 þ Q6 þ Q7

Qr

� 100%

where, c is the boiler thermal efficiency; Q2 is the exhaust

smoke heat loss per kilogram fuel, kJ; Q3 is the combustion

heat loss of combustible gas per kilogram fuel, kJ; Q4 is the

solid incomplete combustion heat loss per kilogram fuel,

kJ; Q5 is the heat loss per kilogram fuel, kJ; Q6 is the slag

heat loss per kilogram fuel, kJ; Q7 is the desulfurization

heat loss per kilogram fuel, kJ; Qc is the heat input per

kilogram fuel, kJ.

2.3.2 Key parameters of the furnace

Bed temperature is one of key parameters of the suspen-

sion-floating-circulating fluidized combustion system. The

designed temperature should avoid grey softening and

coking, improve the combustion efficiency, and reduce the

emissions of fly ash carbon and N2O. In addition, the slurry

is difficult to burn and volatilize, so the bed temperature is

designed to be 900–960 �C.

The furnace heat transfer coefficient (Jiang and Xiao

2009) is estimated by this formula.

k ¼ k0a
ATB

where, k is the heat transfer coefficient, kW/m2; k0 is the

ratio; A and B are constant coefficients; a is the concen-

tration of suspended particles, kg/m3; and T is the average

temperature of the furnace. The material concentration is

the biggest factor affecting heat transfer coefficient of the

heating surface of the indoor combustion, higher materials

concentration makes higher heat transfer coefficient.

Correct choice of the furnace fluidization air speed is

also important to slurry combustion. The fluidization air

speed is determined generally by fluidized bed cold

experiment.

2.3.3 Secondary air system design

If the fuel and air is not mixed evenly, it can affect the

thermal efficiency and the combustion efficiency of the

boiler. In the furnace combustion center of the traditional

CFBB, there is an oxygen-depleted zone (Jiang and Xiao

2009), as shown in Fig. 5. The oxygen-depleted zone is

very detrimental to slurry suspension combustion. Under

the premise of guaranteed boiler pressure, as shown in

Fig. 6, the multilevel asymmetry design of secondary air

can carry oxygen to the furnace during the slurry blocks

fall down in the process of S-shaped rotation. This design

can avoid the oxygen-depleted zone and extend the fall-

ing time and path of slime to ensure the combustion

efficiency and desulfurization efficiency (Gunka and

Pyshyev 2014).

2.4 Steam temperature regulated system

The steam temperature of the boiler will affect the safety

and economy of the whole production process directly.

Steam temperature regulated system of the boiler is

Fig. 5 Oxygen-depleted zone
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composed of a three-level superheater and two-level

desuperheater.

When slurry is burning in the furnace, the suspension

combustion will make the superheater system deviated

from its nominal parameters, especially the over-tempera-

ture phenomena of the platen superheater is a serious

problem to boiler safty. For this reason, a new types of

spray desuperheaters is devised, as shown in Fig. 7.

It consists of a steam pipe, water pipe, venturi tube,

tangential import centrifugal nozzle and inner sleeve. The

new type desuperheater is set before the platen superheater.

It has well atomization effect and high thermal efficiency;

it can realize a wide range of steam temperature regulation;

and it’s able to adapt to a wide range of steam loads.

2.5 Fuel return system

The system can improve the fuel combustion efficiency and

reduce the thermal heat losses of solid fuel. It mainly

includes a cyclone separator, U return feeder, and fluidiz-

ing air, which are critical components to the fuel circulat-

ing. During the suspension combustion, the high-

temperature fuel gas flies out of the furnace and enter the

cyclone separator. The unburned fuel particles will be

separated and drop into the U feeder, finally under the

effect of fluidizing air they return to the furnace. If general

compressed air is used to fluidize the returned fuel, the

oxygen in the compressed air will easily cause the returned

high-temperature fuel to burn and coke in the feeder, and

that will affect the safe operation of the boiler. So steam is

used to replace compressed air in the new technology (Li

and Xiao 2005). The steam velocity Vlj can be calculated

as follows.

Vlj ¼ 0:0882A0:528
r vy=Ddl

� �

m=s

where, Ar ¼ gD3
dl=v

2
y

0yg � 0yy
� �

=0yy is the rule of Archi-

medes; vy is the coefficient of kinematic viscosity of steam,

m/s2; 0yg is the true specific gravity of solid particle, kg/m3;
0yy is the portion of steam, kg/m3; Ddl is the average

diameter of the solid particle, m; g is the acceleration of

gravity, m/s2.

The limestone (CaCO3) as desulfurizer under the high

temperature will decompose as follows:

CaCO3 ! CaOþ CO2

Then the generated CaO meet the H2O react in the steam as

follows:

CaOþ H2O ! Ca OHð Þ2
Under the same Ca/S molar ratio, the desulfurization effi-

ciency of Ca(OH)2 is higher than that of CaCO3. Therefore

using steam instead of compressed air cannot only avoid

the secondary combustion of the returned fuel but also

increase significantly the desulfurization efficiency.

2.6 Ash conveying system

After the slurry burn-out, a large amount of fine ash will be

produced. If the ash is not discharged in time, it will affect

the electrostatic precipitator and pollute the environment

(Wang et al. 2014). In many CFBB bins pumps are used to

convey ash. It shows large power consumption, serious

wear and tear. To avoid these problems, the LFB pump

with low pressure air is chosen in this new system, and its

structure is shown in Fig. 8.

Fig. 6 Asymmetry secondary air

Fig. 7 The structure of new desuperheater

Fig. 8 The structure of material sealed pump
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The energy of the LFB pump comes from the fan and

the potential energy of the silo. Low pressure air goes

through the duct and pump into the diffusion chamber.

When high speed air goes through the pump, it forms

negative pressure between the nozzle and the diffusion

chamber, the gasified ash by nozzle is sucked into the ash

pipe.

3 130 t/h suspension-floating-circulating fluidized
bed boiler

3.1 The design parameters of the boiler

The type of CFBB used in the paper is TG130/9.8-M. It is

characterized by high temperature and pressure, single

drum tap, single furnace, natural circulation, and full steel

frame layout. It is equipped with two sets of 30 MW steam

turbine generator. Its original fuel is bituminous coal or

anthracite. The boiler is retrofitted to burn slurry, and its

main design parameters are shown in Table 1.

3.2 The fuel of boiler

The parameters of the desired fuel for the boiler are shown

in Table 2.

The coal slurry with a moisture content of 25 %–30 %

and size of particles of less than 3 mm from the Baizhuang

mine is used to show the new technology. The test data of

Baizhuang coal slurry is also shown in Table 2. Detailed

analytical data of the design and test of coal slurry shows

that the coal slurry from the Baizhuang mine can be used as

the boiler fuel. The blending proportion of slurry is 94 % in

boiler fuel.

3.3 Selection of bed material

The selection of density and size distribution of inert bed

material directly affects the fluidization quality of the

boiler, and further affects the characteristics of combustion

and heat transfer. Considering the different density flu-

idized bed and operating cost, the coal gangue in Baizhang

mine is selected as the bed material. The proximate anal-

ysis of this coal gangue is shown in Table 3.

Coal gangue is waste in coal preparation process and

washing coal, the diameter of particles is generally

0–10 mm, the density is 1.69 g/cm3, and deformation

temperature is 1350 �C. The size distribution of fresh bed

material is shown in Table 4.

Using coal gangue as bed material has the following

advantages: firstly, the hardness of coal gangue is rela-

tively low, so it can effectively reduce the wear and tear

of the boiler; secondly, after coal gangue is added as bed

material, some particles will participate in the combustion

to generate heat, so as to improve the combustion effi-

ciency of the boiler; thirdly, it can make full use of waste

materials.

3.4 Coal slurry conveying system

As shown in Fig. 9, the coal slurry conveying system of the

130 t/h boiler is used to transport slurry with concentration

of 70 %–75 % from the Baizhuang mine. The transport

distance is 300 m in the boiler system.

Table 1 Design parameters of the boiler

No. Name Units Value

1 Rated steam temperature �C 540

2 Rated steam pressure MPa 9.8

3 Rated capacity t/h 130

4 Maximum evaporation t/h 143

5 Feed-water temperature �C 215

6 Boiler flue gas temperature �C 143

7 Thermal efficiency % 89.58

8 Coal slurry consumption kg/h 28,528

9 Limestone consumption kg/s 1.24

10 Limestone particle size mm B2

11 Hot air temperature �C 300

12 Cold air temperature �C 30

13 Flow ratio of pri. and 2nd air 50:50

14 Superheater steam temperature �C 520

15 Combustion chamber temperature �C 960

16 Blowdown rate % B2

17 Circulation ratio 15–20

18 Desulphurization efficiency % C85

19 Calcium sulfur ratio 1.5–2

20 Fly ash of the boiler kg/s 8.4

21 Design boiler efficiency % 93.24

Table 2 Proximate and elementary analysis of coal slurry

Item Proximate analysis Qnet,ar (kJ/kg) Elementary analysis

Mad (%) Aad (%) Vad (%) FCad (%) Car (%) Har (%) Nar (%) St,ar (%) Oar (%)

Design slurry 34 18.35 19.36 32.16 17,800 39.28 2.60 0.71 0.27 5.14

Tested slurry 35.33 11.53 20.25 34.67 18,423 43.20 2.53 0.95 0.38 3.35

A novel suspension-floating-circulating fluidized combustion technology… 41

123



According to the rheological properties of slurry

experiment, the reynolds number Re is 2100, the desired

flow of the boiler Q is 7.92 kg/s, the density of coal slurry

q is 1430 kg/m3, the rheological index n approaches to 1,

the power-law viscosity coefficient g is 0.2011, the maxi-

mum pressure of the hydraulic system is set to 31.5 MPa,

and the pipeline pressure is set to 18 MPa. Then the con-

veying pipeline diameter D is 291 mm, the maximum flow

rate of the system is set to 30 m3/h, and the maximum

conveying distance is longer than 500 m.

3.5 Bed-material conveying system

The bed-material conveying system guaranteeing the layer

height and pressure of the coal gangue, makes the boiler

maintain a good circulating fluidized state and effectively

avoids coking after slurry falling on the CFB, and then

ensures the safe operation of the boiler.

The cold test of CFB shows that the layer height of the

coal gangue on the CFB should be between 550 mm and

600 mm, and the differential pressure of the gangue layers

should be between 6.8 kPa and 7.2 kPa. A bed-material

conveying system with a wind-seal device invented by the

authors is designed to convey bed material safely, as shown

in Fig. 10, sealed pipe is 100 mm in diameter, sealed wind

flow is about 1300 m3/min, sealed air pressure is not less

than 7.5 kPa.

3.6 Steam temperature regulated system

In the process of boiler operation, the phenomenon of

overtemperature at the platen superheater is very serious in

the steam temperature regulated system. The safe inlet

temperature of platen superheater must be less than 400 �C.
The platen superheater temperature is greatly influenced by

the flue gas temperature at furnace exit. The flue gas

temperature at furnace exit is mainly affected by the

blending proportion of slurry. The relation between the flue

gas temperature at furnace exit and the blending proportion

of slurry is shown in Fig. 11. So the higher the blending

proportion of slurry is, the bigger the temperature value of

the platen superheater will be.

To meet a high blending proportion of slurry and

improve the boiler thermal efficiency, a three-level super-

heater and a two-level desuperheater of the steam tem-

perature regulated system are designed as follows.

The spray desuperheater is divided into two levels. The

level 1 is installed at the entrance of the platen superheater.

The level 2 is installed in the middle of the hot and cold

section of the high-temperature superheater.

The level 1 desuperheater is designed as follows: Two

level 1 desuperheaters with a water flow of 6.94 t/h, are

used in series to increase the quantity of cooling water; and

a new desuperheater is used to improve the efficiency of

heat exchange. Combining these two methods can keep the

inlet temperature of the platen superheater less than

400 �C.

3.7 Return fuel system

The return fuel system uses the steam cooled cyclone

separator and a U return feeder as shown in Fig. 12. They

are used to ensure the fuel to circulate and reduce the

unburned fuel in the flue gas and increase the combustion

efficiency. The main performance requirements of return

fuel system are that the efficiency of the separator is less

than 99 %, and the fluidization air pressure is not higher

than 1.2 MPa.

At the furnace exit we arrange two steam-cooled

cyclone separators with Ø4400 mm in diameter. The

cyclone separator takes tangential air inlet method to

ensure the separation efficiency is no less than 99.5 %.

By analyzing all levels steam of the turbine, it can be

discovered that the third level whose pressure is about

1.0 MPa and temperature is above 300 �C, simultaneously

meets the requirements of pressure and temperature.

Fig. 9 Coal slurry conveying equipment

Table 3 Proximate analysis of coal gangue

Item Mad (%) Aad (%) St,ar (%) Qnet,ar (MJ/kg) FCad (%)

Gangue 3 80 0.15 5.3 17

Table 4 Size distribution of bed material

No. Aperture of screen

(mm)

Average

diameter(mm)

Percentage

(%)

1 2–4 2 5

2 4–6 4 30

3 6–8 6 60

4 8–10 8 5
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Therefore, the third level is used to instead of compressed

air as the fluidization dynamics of return fuel.

3.8 Ash conveying system

The system adopts a novel pneumatic pump device LFB150

to convey ash. Its operating parameters are shown in

Table 5. The conveying pressure is between 0.04 MPa and

0.1 MPa, and the conveying pipe is Ø180 mm 9 8 mm in

diameter. Figure 13 shows the application of the LFB150.

4 Combustion efficiency test

In order to investigate the overall performance of the boi-

ler, and analyze its technical characteristics, experiments

under different load conditions have been carried out. The

criterions used are the standards of the People’s Republic

of China: (1) ‘‘Test code of thermal performance for

Industrial boiler’’ (GB/T10180–2003), (2) ‘‘Monitoring and

testing method for energy saving of industrial boiler’’ (GB/

T15317–94), (3) ‘‘General specification for industrial boi-

ler’’ (ZB/T10099–1999), (4) ‘‘The determination of par-

ticulates and sampling methods of gaseous pollutants from

exhaust gas of stationary source’’ (GB/T16157–96) and (5)

Table 5 LFB pump process parameters

Name LFB150

Conveying capacity 10–25 m3/h

Air consumption 10–30 m3/min

Airpressure requirements 0.03–0.1 MPa

Outlet pipe diameter 150 mm

Roots blower FSR200:Qs = 35.36 m3/min

Conveying pipe Ø194 mm 9 6 mm, a total of 70 m

Fig. 10 Wind-seal equipment

Fig. 11 Relation between flue gas temperature of furnace exit and

blending proportion of coal slurry

Fig. 12 The U return feeder

Fig. 13 The application of the material sealing pump
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‘‘Measurement method of smoke and dust emission from

boiler’’(GB5468–91), etc.

The two-stage ignition method is adopted during the

boiler test process; when the boiler load reaches 40 %–

50 % of the rated value, the temperature of smoke around

the furnace outlet is 890–900 �C, the amount of slurry can

be increase gradually. In accordance with the compress air

parameters the throttle is adjusted to achieve the required

load to ensure slurry stable combustion, then the startup

process ends. During the boiler operating, the furnace

pressure differential maintains between 500 Pa and

1000 Pa and the material layer pressure differential main-

tains between 7000 and 9000 Pa.

The ignition point of slurry is 1.66–1.87 times as high as

that of the same kind of coal powder. The water evapora-

tion absorbing heat makes the ignition time delayed sig-

nificantly. The supply of compress air is the key factor to

reduce the slurry ignition. The primary air with the 26 m/s

speed adjusts the fluidization, furnace temperature and

material layer pressure differential. When the load of the

furnace reaches 50 t/h, the secondary air with a speed of

55 m/s is adopted to replenish oxygen. When the boiler

load reaches the rated load, the ratio of primary air to

secondary air is about 5:5.

The monitoring results of the boiler operating are shown

in Fig. 14, the thermal efficiency parameters of the boiler

are shown in Table 6, and the boiler emissions test results

are shown in Table 7.

From the testing results of the boiler, as shown in

Fig. 14 and Table 6, it can be seen that all the operating

parameters meet the requirements of design during boiler

operation. The boiler has realized 89.83 % thermal effi-

ciency, 96.24 % combustion efficiency, and 94 % the

blending proportion of slurry.

As shown in Table 7, the emission of SO2 is 35.9 mg/

m3,the emission of NOx is 74 mg/m3, and the Ringel-

mann level is 0.5. The pollutants emissions of the boiler

are in accordance with ‘‘Emission standard of air pollu-

tants for coal-burning oil-burning gas-fired boiler’’

(GB13271–2001).

Fig. 14 Operating parameters of slurry boiler

44 Y. Wang et al.

123



The suspension-floating-circulating fluidized technology

of boiler has been used in the Baizhuang mine of Shandong

province of China; three CFB boilers are operating cur-

rently by using the suspension-floating-circulating fluidized

technology. In 2012, the quantity of burned coal slurry was

462,300 t. Until now, the boiler has been used very suc-

cessful in burning steadily and operating easily.

Experience has shown that the CFBB, with a capacity

higher than 130 t/h, can also be retrofitted by using the

suspension-floating-circulating fluidized technology, and

the new proposed technology has a good development

prospect.

5 Conclusions

A novel suspension-floating-circulating fluidized combus-

tion technology was proposed, and applied in the 130/th

CFBB. The retrofitted CFBB has solved some problems

that exist in large-capacity CFBB for burning coal slurry.

For example, MNS has achieved coal slurry transport that

was fully enclosed, steady, long-distance and non-pollut-

ing, coal gangue as bed-material has reduced effectively

the wear and tear of the boiler and improved the

combustion efficiency of the boiler, the innovative sealed

device has effectively reduced the pipe blockage and pro-

longed the life of the conveying belt, the multilevel

asymmetry secondary air has provided adequate oxygen

and ensured the combustion efficiency and desulfurization

efficiency, two new type desuperheater before the platen

superheater has realized a wide range of steam temperature

regulation and keep the inlet temperature of the platen

superheater less than 400 �C, and the steam as fluidizing air

cannot only has avoided the secondary combustion of the

returned fuel but also increased significantly the desulfur-

ization efficiency, etc.

The experiments show that the new technology has

realized 94 % the blending proportion of slurry,89.83 %

thermal efficiency, and 96.24 % combustion efficiency. So

the new technology provided an effective method to large-

scale application of the slurry.
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